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Bringing together the disparate guidelines for best practices in observing and documenting 
urban stations and existing meteorological networks should improve the quality and 
applicability of the increasing amount of data gathered by high-resolution urban networks.
Toward a STandardized 
MeTadaTa ProTocol for Urban 
MeTeorological neTworkS
by Catherine L. MuLLer, Lee ChapMan, C.S.b. GriMMond, duiCk t. younG, and Xiao-MinG Cai
T he complexity of urban atmospheric processes  makes them impossible to measure adequately  using traditional surface observation ap-
proaches consisting of a few individual monitoring 
stations. However, in recent years, meteorologi-
cal observations have benefited from automated 
monitoring, advancement of sensor technologies (e.g., 
miniaturization, wider range of sensor types), lower 
cost of sensors, and improved data transmission to 
near-real-time communications networks. Once 
combined, these have enabled the creation of urban 
meteorological networks (UMNs) with the capability 
to operate at a range of atmospheric scales (Table 1). 
Hence, a UMN can be defined as cooperative, spatially 
distributed meteorological monitoring equipment 
across an urban environment with autonomous, 
Table 1. Relations between spatial scales and UMNs, from largest to smallest areal extent [from Muller 
et al. (2013), with modifications].
Spatial scalea Areal extent (m)
Atmospheric scale 
(Orlanski 1975) Description
regional/ 
mesoscale
104–106 Meso-α
regional mesoscale conditions in the urban, peri-urban, and sur-
rounding rural areas. Mesoscale phenomena may be hazardous 
and undetected without densely spaced or dynamic monitoring.
Urban/ 
city scaleb
104–105 b Meso-β whole city or urban area—dense array of sensors required 
because of the complex morphology of urban areas.
neighborhood/ 
local scale
102–104 Meso-γ
Minor landscape features (parks, ponds, small topographic 
features) and neighborhoods with similar types of urban 
development (surface cover, size, and spacing of buildings, and 
activity), e.g., city center, old dense residential, or industrial zone.
Microscale ≤102
Micro-γ
Micro-β
Micro-α
Horizontal and vertical variability cause large differences 
over small distances. influenced by dimensions of component 
elements, e.g., buildings, trees, roads, streets, blocks, 
courtyards, and gardens. Processes such as turbulence, 
radiation, and thermal heating are very irregular at these 
scales; numerous sensors required to represent the processes. 
a  networks contain individual sensors collecting measurements that can be representative of the mesoscale, local scale, or microscale.
b  Scale added for the purpose of defining urban networks, since many networks are smaller than mesoscale networks but larger than 
local-scale networks, covering just the urban areas—spatial scale wide ranging, as it depends on size of city.
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near-real-time communication capabilities for trans-
mitting data. The specific scale and type of UMN 
implemented is dependent upon required coverage, 
the variables observed, and the atmospheric processes 
being studied, which, along with resource availability, 
have an impact on the communications system, physi-
cal arrangement of sensors, power sources, size, and 
topology of the network [see Muller et al. (2013) for 
a detailed review of such networks]. These advances 
allow urban environments to be monitored at much 
finer spatial scales over a wider range of temporal 
scales than was previously possible, furthering our 
understanding of atmospheric processes and the im-
pacts of climatic changes. As such, this high-resolution 
information can help to improve decision making, 
emergency preparation, weather forecasting, urban 
climate research, and urban planning for critical 
infrastructure needs (Chapman et al. 2013).
Bec ause  of  t he  g row i ng usage of  u rba n 
meteorological data, it is imperative that UMNs are 
implemented and managed to a high standard, using 
common guidelines where possible. However, existing 
guidelines and recommendations are for synoptic-
scale national networks or for individual urban moni-
toring stations (e.g., Oke 2004, 2006a; WMO 2008), 
rather than for UMNs. The divergent requirements, 
implementation, and management of UMNs suggest 
that there is an equivalent need for recommenda-
tions or standards for UMNs. This would benefit 
developers and data users by increasing confidence in 
data representativeness and quality. Indeed, techni-
cal information about UMNs is frequently difficult 
to ascertain because of insufficient reporting and 
documentation of methodologies and procedures. 
As data quality may therefore be questionable (NRC 
2012; Muller et al. 2013), it makes the ability to cross 
reference networks difficult. For example, the need to 
standardize approaches has been identified as critical 
from the Word Climate Conference-3 (WCC-3, in 
2009) for urban areas (Grimmond et al. 2010) and in 
the United States (NRC 2009, 3–4):
The status of US surface meteorological observations 
capabilities is energetic and chaotic, driven mainly 
by local needs without adequate coordination. . .  
An over-arching national strategy is needed to inte-
grate disparate systems. . . . Increased coordination 
amongst existing surface networks would provide a 
significant step forward and would serve to achieve 
improved quality checking, more complete metadata, 
increased access to observations, and broader usage 
of data serving multiple locally driven needs.
Similarly, the NRC (2012, p. 94) report on urban 
meteorology prioritizes the need for “regularly 
updated metadata of the urban observations using 
standardised urban protocols” as a key short-term 
need for the advancement of urban meteorology. 
Furthermore, they note that the value of observa-
tional data is maximized only when accompanied 
by comprehensive metadata, including information 
on site selection, quality assurance, and management 
procedures, which are often lacking for urban sites 
and networks.
Frequently, urban meteorological studies have 
been critiqued because of poor metadata and/or 
siting (e.g., Grimmond and Oke 1999; Roth 2000). 
Most recently Stewart’s (2011) review of urban heat 
island (UHI) studies found a large number failed to 
adequately describe experimental design, choice of 
sites, exposure of instruments, and contained a lack 
of sufficient instrument metadata. To ensure high-
quality usage of the data for applications and urban 
research, recommendations and guidelines must be 
followed and adequate information reported.
E S tA b l i S h E D  g U i D E l i N E S  A N D 
REcOMMENDAtiONS. The term metadata 
is commonly used for any scheme of resource de-
scription for any type of object, digital or nondigi-
tal (NISO 2004). It provides the key aspect in any 
protocol and is essential to effective integration of 
diverse data sources (NRC 2009). The importance of 
documenting detailed metadata is highlighted in the 
Global Climate Observing System (GCOS) climate 
monitoring principles document (WMO 2003), which 
states that metadata should be “treated with the same 
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care as the data themselves.” Metadata ensure that the 
end user has “has no doubt about the conditions in 
which data have been recorded, gathered and trans-
mitted” (Aguilar et al. 2003, p. 2) in order to ensure 
accurate interpretation, manipulation, and evaluation 
of results with minimal assumptions regarding data 
quality or homogeneity (WMO 2008). If detailed 
metadata are collected, then data can be interpreted 
accurately, and anomalies or patterns adequately 
explained and accounted for, whereas if insufficient 
metadata are collected, then it is difficult or impos-
sible to assess site representativeness and therefore 
perform reliable data analyses (Stewart 2011). Hence, 
for meteorological datasets (from in situ monitoring 
equipment or networks), this includes all supplemen-
tary information, characteristics, and descriptions 
of the monitoring equipment (instrument, sensor, 
and variable metadata), the monitoring site itself 
(site, station, and enclosure metadata), the network 
(network or subnetwork metadata), and the network 
management procedures and communications 
methods (cyberinfrastructure or network operations 
metadata). For example, Fig. 1 shows two different 
meteorological stations, both located within the same 
city—detailed metadata are clearly essential for data 
interpretation at these very different locations.
Exist ing World Meteorologica l Organiza-
tion (WMO) guidelines for the measurement of 
meteorological variables and climatological practices 
(e.g., WMO 2008, 2011) are mainly concerned with 
national and/or global instrument networks whose ob-
jective is to collect regionally representative data (i.e., 
not within urban areas). These standard guidelines 
contain essential and detailed information relevant 
to making meteorological observations, including 
details on requirements for each variable, siting and 
exposure, instrument calibrations, operating prac-
tices, data management and quality assurance/quality 
control (QA/QC) techniques. However, it is difficult 
and often inappropriate to conform to standard WMO 
guidelines when siting equipment in cities, since there 
are numerous obstructions to airflow and radiation 
Fig. 1. two very different meteorological stations in terms of siting (e.g., height of sensor, surface cover, distance 
from obstacles), instrumentation (e.g., type, performance characteristics), and exposure (representativeness 
would need to be assessed via micro- and local-scale surveys; see main text and supplementary material at 
http://dx.doi.org/10.1175/bAMS-D-12-00096.2). both are located within the city boundaries of birmingham, 
United Kingdom: (a) a city-center site and (b) an urban park site.
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exchange caused by anthropogenic surfaces, objects, 
and activities (Oke 2004).
Oke (2006b, 2009) was among the first to call for 
common urban climate protocols (particularly paying 
attention to issues related to scales, experimental 
design, site classification, instrument exposure, and 
metadata collection), suggesting it would be valuable 
to have a “manual” for workers in urban climate to 
aid with the design of observational networks (Oke 
2006b). Specific recommendations do exist for siting 
and exposure of equipment in urban areas (e.g., 
Aguilar et al. 2003; Manfredi et al. 2005; NOAA 2004; 
Oke 2006a; WMO 2008, 2011) and outline the type 
of information that needs to be included as urban 
station metadata in order to obtain representative 
measurements (e.g., Oke 2004, 2006a,b; WMO 2008). 
Within these guidelines and others 
(e.g., Aguilar et al. 2003; NOAA 
2004; Manfredi et al. 2005), specific 
concepts, definitions, approaches, 
and recommendations relevant 
to urban stations are discussed. 
Furthermore, these guidelines also 
provide general recommendations 
for collecting and documenting addi-
tional instrumentation, network, and 
operations metadata that are not in-
trinsic to a particular station but are 
equally important (Grimmond 2006; 
WMO 2011). These additional meta-
data are essential for anyone utilizing 
network data, comparing data from 
different networks, or setting up a 
new network. For example, Aguilar 
et al. (2003) and WMO (2011) include 
comprehensive recommendations 
for instrument metadata, including 
sensor type, manufacturer, serial 
number, method of measurement 
and observation, units, resolution, 
accuracy, response time, time con-
stant, time resolution, date of instal-
lation, corrections and calibrations, 
and comparison results. These guide-
lines also call for information on 
operational procedures, such as data 
processing methods and algorithms, 
resolution, input source, parameter 
values, QA/QC, constants, storage 
procedures, access and processing 
methods, and communications and 
transmission methods. McGuirk and 
May (2003) include similar recom-
mendations but further distinguish between station 
and network metadata (comprising instrument, re-
search, software, and network procedures). However, 
such recommendations are often specific to the ap-
plication (e.g., road weather monitoring, large-scale 
measurement networks and facilities, individual sites), 
meaning that certain aspects that are important for 
UMNs (as discussed in the “Proposed UMN protocol” 
section) are lacking in these guidelines.
Although metadata and technical information are 
difficult to ascertain for many established UMNs, 
there are some for which the complete technical 
details of their network and the protocols employed 
have been documented [e.g., Oklahoma City Micronet 
(Basara et al. 2010); Oklahoma Mesonet (Brock et al. 
1995; Shafer et al. 2000; McPherson et al. 2007); West 
Fig. 2. Schematic of the urban climatological network metadata pro-
tocol components—a summary of the metadata elements required 
for each individual component [(a)–(d)] corresponding to table 2 
(Note: colors correspond to the metadata tables). please refer to 
main text for more information.
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Texas Mesonet (Schroeder et al. 2005); Helsinki 
Testbed (Poutiainen et al. 2006)]. As such, these may 
also be used as a source of guidance for implementing 
other UMNs. For example, technical information for 
both the Oklahoma Mesonet and the Oklahoma City 
Micronet is published and available online. These 
include information about the station and network 
architecture and design, site selection and classifica-
tions, sensors (including type, accuracy, etc.), sensor 
locations, communication infrastructure, instru-
mentation, monitoring, and network operations (e.g., 
QA/QC, calibration, and maintenance procedures). 
Additionally, Basara et al. (2010) and Schroeder et al. 
(2010) outline the land classification procedures used 
for the Oklahoma Micronet. However, as acknowl-
edged by the NRC (2009), such a level of technical in-
formation is very disparate for the majority of UMNs.
By reviewing these existing guidelines, collating 
recommendations and best practices and establishing 
where information is missing, this paper endeavors 
to produce a comprehensive, standardized protocol 
for assisting those involved in implementing and/or 
utilizing UMNs.
pROpOSED UMN pROtOcOl. Metadata are 
required to cover the instrumentation, site, network, 
and operations; therefore, a number of factors need to 
be considered in developing an urban meteorologi-
cal network protocol (UMNP). Figure 2 and Table 2 
summarize the proposed UMNP components, from 
whole network operations metadata to individual sen-
sor metadata. The elements are derived from urban 
network literature (e.g., Mikami et al. 2003; Basara 
et al. 2010; Koskinen et al. 2011; Muller et al. 2013), 
recommendations available for urban 
stations (e.g., Oke 2004, 2006a), and 
larger-scale meteorological moni-
toring networks (e.g., Aguilar et al. 
2003; WMO 2008, 2011), as well as 
the authors’ experiences of setting 
up urban networks. The following 
sections provide an overview of each 
metadata component of the proposed 
UMNP (from the whole network 
scale to the individual sensor scale, 
concluding with the network opera-
tions-scale metadata), outlining and 
explaining the individual elements 
and their necessity for inclusion.
It should be noted at this stage 
that this protocol is designed as a 
guideline document to assist with 
collecting and documenting mean-
ingful metadata, for use by the end 
user and those implementing and 
managing UMNs. UMNs are often 
designed for a specific purpose, and 
therefore have specific siting require-
ments depending on a number of 
aspects, including required network 
density, available equipment, ap-
plications, partners involved, site 
access, etc. (Muller et al. 2013). 
The metadata protocol is one of 
many tools needed to assist in UMN 
implementation. Others include, for 
example, instrumentation selection, 
communications selection, data 
protocols, network design, and man-
agement approach—each of which 
Fig. 3. Main approaches taken toward network design, with references 
(after Robinson 2010).
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have extensive literatures that are rapidly evolving. 
For example, Fig. 3 summarizes some of the main 
approaches toward network design; however, this also 
needs to take into account the land cover characteris-
tics in the urban area when determining the appropri-
ate number of stations and their location. Thus, how 
to classify urban areas—such as Stewart and Oke’s 
(2012) local climate zones (LCZs) driven by urban heat 
island characteristics or Loridan and Grimmond’s 
(2012a,b) urban zones for energy partitioning (UZE) 
developed for characterizing observations and for 
numerical modeling (Loridan et al. 2013)—needs 
to be part of the process of the overall UMN design. 
Similarly, how a UMN is managed depends on such 
things as the requirements of network owners, part-
ners, number of staff employed, and resources.
Network metadata. First and foremost, details are 
required about the network itself (Table 3). Such 
network information would include the type/purpose 
of the network (e.g., meteorological, air pollution), a 
description of the network (e.g., objectives, partners), 
operating authority, contact details, and information 
regarding the operational time frame (e.g., implemen-
tation date, periods offline). Additional geomorpho-
logical, orographic, geographic, and socioeconomic 
data that may characterize the overall setting are also 
necessary (e.g., digital elevation models; census data; 
GIS data such as percent built, percent vegetation 
cover, satellite imagery, thermal imagery). Such meta-
data are useful for end users to appreciate the network 
setting and for determining land classifications, but 
they are also useful during the network design stages, 
for assisting with source area calculations (see “Site 
metadata” section), and for interpreting results.
Metadata management requires not only the pro-
tection of the data itself but also regular updating. 
Table 3 and subsequent metadata tables provide an 
indication of the recommended frequency to ensure 
that updates or changes are documented. For ex-
ample, changes to the number of sites or areal extent 
of the network [including updated map(s)], dates 
when the network is off line, changes to the mor-
phology of the area (major redevelopment, changes 
to specific boundaries, etc.), and vegetation charac-
teristics (e.g., growth, planting, removal) all need to 
be documented.
Second, the network architecture needs docu-
menting (e.g., number of subnetworks and individual 
sites, network maps, and size of the network), which 
will include the areal extent of the networks and the 
density of the array (e.g., number of sensors per area 
or distance between sensors). The specific size of the 
network will depend on its objectives, such as the 
atmospheric processes to be observed and the tem-
poral and spatial resolutions required (Grimmond 
2006).
Site metadata. Next, the schema includes established 
guidelines for individual urban meteorological sta-
tions (e.g., Oke 2004, 2006a) that are used as the basis 
for recommendations (Table 4). Measurements from 
individual sensors observe atmospheric processes 
from a particular source area or field of view that is 
representative of a specific scale. The scales of interest 
across and within an urban area are mesoscale (i.e., 
regional climate, covering urban, peri-urban, and 
rural areas), local scale (i.e., distinct neighborhoods), 
and microscale (i.e., urban canyons or lots) (Oke 1982, 
1984, 2004, 2006b, 2009, 2006a; WMO 2008, 2011). 
The representativeness of individual measurements 
(i.e., the surrounding area an instrument “observes”) 
or “exposure” is a function of the area influencing a 
measurement (“source area” or “footprint”). Source 
areas for many instruments and/or variables over 
urban areas are often difficult to calculate. They de-
pend on the location of the instrument (e.g., height, 
distance to obstacles); the specific variable and tem-
poral scale being observed; the measurement method 
of the instrument; the morphology of the area and the 
nature of the underlying surface; and in some cases, 
the meteorological conditions (Oke 2004; Grimmond 
2006). Therefore, thorough metadata collection is 
paramount to inform estimates of source areas, par-
ticularly for instrumentation located within the urban 
canopy layer (UCL). Metadata provide additional 
important understanding, both about the site and 
the local surface characteristics that influence the 
measurements that are crucial to the interpretation 
of observations from a particular instrument.
Frequently, the siting of instrumentation in urban 
areas causes difficulties with respect to the represen-
tativeness of measurements. For example, it may be 
necessary to locate equipment over a range of surfaces 
(e.g., asphalt, concrete, grass) at variable heights, to 
split instruments over different locations, or to locate 
instruments nearer to buildings or anthropogenic 
heat/moisture sources than would otherwise be rec-
ommended by standard WMO guidelines (Oke 2004). 
With the impact of the urban morphology being a key 
aspect of the environment to be observed (Stewart 
and Oke 2012), the standardization of the sensor 
location explicitly has to relate to its 3D characteris-
tics (height and density/spacing), rather than to the 
more traditional objective of being a set distance away 
from the roughness elements. Oke (2006b) provides 
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a detailed recommendation for locating 
instruments, primarily for those within 
the UCL, and for calculating source areas. 
There continues to be a need for more 
developments in source area modeling 
for use within the UCL and above that 
are applicable beyond neutral conditions.
Given the dynamic nature of urban 
areas, the site metadata should also include 
maps, photographs, aerial photography, 
sketches, geographic information, site 
descriptions, and maintenance logs at 
regular intervals. Site or station meta-
data require local scale and microscale 
site surveys. Currently, approximate 
and arbitrary areas of 500 m × 500 m 
and 50 m × 50 m, centered on the sen-
sor site, are designated for conducting 
the local-scale and microscale surveys, 
respectively, since it has been found that 
on average the source area for a screen-
height temperature sensor in neutrally 
stable atmosphere is no more than a few 
hundred meters (Tanner 1963; Mizuno 
et al. 1990/1991; Runnalls and Oke 2006; 
Stewart and Oke 2012). However, since 
the precise domain (size, shape, orienta-
tion) of these source areas does vary with 
meteorological conditions, stability, and 
the temporal resolution being investigated, 
conducting source-area analyses using a 
footprint model (e.g., Kljun et al. 2002; 
Schmid 2002) would be ideal and may be 
required for certain UMN applications. 
Stewart and Oke (2012) discuss this in 
more detail and provide a good illustration 
in Fig. 5 of their paper.
Site surveys will examine the structure 
of the area (building types, materials 
and mean heights, roof types, mean tree 
heights, distance between buildings, etc.), 
urban cover (e.g., built up, vegetated, 
water, soil), urban fabric (e.g., road, wall 
materials), and urban metabolism (e.g., 
anthropogenic activities, anomalous and 
typical heat, water and pollutants, traffic 
density) at the respective scales (Oke 
2006a). Tracking disturbances in the area 
(e.g., from roadwork and construction) is 
important but may be difficult at many 
sites. With the increasing availability 
of lidar datasets, digital surface models 
(DSMs), and aerial imagery, the local T
a
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and microscale 3D morphological inf luences can 
now be readily identified (e.g., Kidd and Chapman 
2012). Additional site surveys provide key additional 
information about vegetation, materials, and nearby 
activities (e.g., vehicle parking, vent locations) relative 
to the instruments. The microenvironmental factors 
(building types, materials, heights, distance between 
buildings, roof types, tree heights, surface material, 
traffic density, heat/moisture vents, etc.) include 
creating sketch maps (radiation horizon, site sketch 
map), taking numerous photographs of the site (e.g., 
location, cardinal directions, panoramic, and hemi-
spherical), documenting location information (e.g., 
latitude, longitude, elevation), and other factors [sky 
view factor (SVF), aspect ratio, heights of sensors, 
etc.]. Since instruments can be placed at different 
locations within a site (e.g., on masts and rooftops, 
at more open locations, in different enclosures), 
different microscale surveys are required for each 
instrument enclosure.
Standardized site information is needed so data 
users are aware of site variations, since they rarely 
have the luxury of being able to visit each station 
across a network (Oke 2006b). If adequate metadata 
are available, then this should not create limitations 
for end users. Indeed, the majority of urban heat 
island studies fail to communicate the physical 
nature of the surfaces surrounding the instruments 
(Stewart 2011). To characterize urban locations 
for meteorological and climatological purposes, a 
number of schemes have been proposed (e.g., Table 5). 
However, no standard presently exists (Basara et al. 
2010) and the current schemes may not be interna-
tionally applicable or definitive, as sites may fall into 
more than one category. It is therefore important 
that generalized and/or customized classification 
techniques implemented for interpreting results be 
documented and the assigned type reported for all 
sites. Critical details that should be documented 
include the area used for classification (e.g., 100 m2, 
500 m2, 2 km2), the source of data (e.g., year, aerial 
photos, ground surveys), and the assumptions (e.g., 
dominant, weighted average) for repeatability and 
consistency. The complete station history (mainte-
nance logs, metadata updates) is also essential, so 
instrumental and site changes can be distinguished, 
and will include dates and details of any changes; 
interruptions; inspection visits; and comments about 
the exposure, quality of observations, changes to the 
site, and operations (WMO 2011).
While many aspects of this UMNP are designed 
to aid with the collection of high-quality data and 
to assist the end user with data analysis (QA/QC, 
station metadata, representativeness, etc.), there are 
other aspects specifically to assist network owners, 
managers, and technicians, since it is also important 
to provide guidance for the implementation and 
running of an UMN to ensure that networks are 
efficiently established. Therefore, additional elements 
are required for sites that form part of an UMN—for 
example, information about the local communica-
tions network or local node that is being used to trans-
mit the data [this will vary for each UMN and depend 
on the type of information required; however; e.g., it 
may include network type, encryptions, passwords, 
etc., which are also part of the “network operations” 
component (see “Network operations metadata” 
section)] and the relevant contact details [e.g., if a 
school site is used, then it might be useful to have 
liaison details for information and communications 
technology (ICT) staff]. Furthermore, since access 
to different elements of the metadata will vary, it is 
expected that some of the metadata are stored in an 
encrypted format and not released to most end users 
(e.g., passwords, network information, personal 
details, and other details to comply with data pro-
tection laws). Thus, only the portion of the metadata 
regarded as useful to the end user would be initially 
provided with the data. This would be managed by 
the UMN data manager or technician.
Aguilar et al. (2003) and Oke (2004, 2006a) 
provide templates for collecting the minimum in-
formation necessary for individual urban stations. 
Based on these, an adaptable UMNP station meta-
data template (see supplementary material at http://
dx.doi.org/10.1175/baMS-d-12-00096.2 , along 
with a completed example) has been developed with 
additional elements included (e.g., information on 
the communication network, contacts, instrumen-
tation, type of site). Collection of these metadata in 
the field should typically take no more than 30 min, 
with some additional time required (prior to and 
postfield collection) using Internet-based resources 
(such as Google Earth, GIS, satellite datasets, etc.) to 
explore the local area (to determine land classifica-
tions, Davenport roughness class, land cover, etc.) 
and to collate additional logistical and instrumental 
data. The aim of this template is to facilitate the 
regular update of station metadata in order to assess 
any changes occurring at the sites, which can then 
be used in conjunction with the detailed account 
of the station history (whether equipment has been 
moved, replaced, etc.). It is expected that individual 
UMNs will need to adapt the form for their specific 
needs—for example, not all fields may be required 
and/or additional fields may be necessary. However, 
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; c
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 b
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 c
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; c
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; b
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 p
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d
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d
et
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he
d 
bu
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in
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; r
es
id
en
ti
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pa
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m
en
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ho
us
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 b
lo
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 fr
on
ta
ge
s;
 w
id
el
y 
di
st
ri
bu
te
d 
lo
ca
ti
on
s;
 b
ui
lt 
th
ro
ug
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to
 p
re
se
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d
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he
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bu
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; r
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id
en
ti
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pa
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ou
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; l
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 b
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 r
is
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 r
is
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 b
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 c
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; r
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 p
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 r
is
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 b
ui
lt 
th
ro
ug
h 
to
 p
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; o
n 
or
de
re
d 
bl
oc
ks
 w
it
h 
lit
tl
e 
or
 n
o 
se
tb
ac
k;
 
m
ed
iu
m
 r
is
e;
 m
as
s 
an
d 
fr
am
ed
 c
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 d
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 p
re
se
nt
d
o
4
d
et
ac
he
d 
bu
ild
in
gs
; i
nd
us
tr
ia
l/
st
or
ag
e;
 t
ru
ck
 r
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 p
at
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 b
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ra
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; c
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 c
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 c
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 r
is
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 c
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 r
is
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; m
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 m
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 b
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; l
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 r
is
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; c
om
m
er
ci
al
 (
ou
te
r 
ci
ty
);
 a
t 
m
et
ro
po
lit
an
-a
re
a 
pe
ri
ph
er
y;
 h
ig
h-
ri
se
; l
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 p
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 b
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 b
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 p
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b
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 b
u
ilt
 [
av
er
ag
e 
p
ro
p
o
rt
io
n
 o
f 
th
e 
ar
ea
 c
o
ve
re
d
 
b
y 
im
p
er
m
ea
b
le
 s
u
rf
ac
es
 (
i.e
., 
b
u
ild
in
gs
, p
av
em
en
ts
, r
o
ad
s,
 e
tc
.)
]
1
d
c1
, d
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 c
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l b
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 d
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os
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 c
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, d
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 c
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 d
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 b
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 d
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ed
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ul
tu
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.e
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st
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4
>
0.
05
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de
pe
nd
s 
on
 t
re
es
)
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l
c
Z
s—
se
e 
S
te
w
ar
t 
an
d
 O
ke
 (
20
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fo
r 
m
et
h
o
d
s,
 s
ke
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h
es
, p
h
o
to
gr
ap
h
s,
 f
u
ll 
d
es
cr
ip
ti
o
n
s,
 a
n
d
 a
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o
ci
at
ed
 v
al
u
es
 a
n
d
 p
ro
p
er
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es
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o
d
e
Z
o
n
e
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S
V
f
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t 
ra
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o
D
R
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p
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o
u
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e 
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n
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z
-1
c
om
pa
ct
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ig
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ri
se
d
en
se
 m
ix
 o
f t
al
l b
ui
ld
in
gs
 t
o 
te
ns
 o
f s
to
ri
es
. f
ew
 o
r 
no
 t
re
es
. l
an
d 
co
ve
r 
m
os
tl
y 
pa
ve
d.
 c
on
cr
et
e,
 s
te
el
, s
to
ne
, a
nd
 g
la
ss
 c
on
st
ru
ct
io
n 
m
at
er
ia
ls
0.
2–
0.
4
>
2
8
40
–
60
lc
z
-2
c
om
pa
ct
 m
id
ri
se
d
en
se
 m
ix
 o
f m
id
ri
se
 b
ui
ld
in
gs
 (
3–
9 
st
or
ie
s)
. f
ew
 o
r 
no
 t
re
es
. l
an
d 
co
ve
r 
m
os
tl
y 
pa
ve
d.
 S
to
ne
, b
ri
ck
, t
ile
, a
nd
 c
on
cr
et
e 
co
ns
tr
uc
ti
on
 m
at
er
ia
ls
.
0.
3–
0.
6
0.
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–2
6–
7
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–5
0
lc
z
-3
c
om
pa
ct
 lo
w
 r
is
e
d
en
se
 m
ix
 o
f l
ow
ri
se
 b
ui
ld
in
gs
 (
1–
3 
st
or
ie
s)
. f
ew
 o
r 
no
 t
re
es
. l
an
d 
co
ve
r 
m
os
tl
y 
pa
ve
d.
 S
to
ne
, b
ri
ck
, t
ile
, a
nd
 c
on
cr
et
e 
co
ns
tr
uc
ti
on
 m
at
er
ia
ls
.
0.
2–
0.
6
0.
75
–1
.5
6
20
–5
0
lc
z
-4
o
pe
n 
hi
gh
-r
is
e
o
pe
n 
ar
ra
ng
em
en
t 
of
 t
al
l b
ui
ld
in
gs
 t
o 
te
ns
 o
f s
to
ri
es
. a
bu
nd
an
ce
 o
f p
er
vi
ou
s 
la
nd
 c
ov
er
 (
lo
w
 p
la
nt
s,
 s
ca
tt
er
ed
 t
re
es
).
 c
on
cr
et
e,
 s
te
el
, s
to
ne
, a
nd
 g
la
ss
 c
on
-
st
ru
ct
io
n 
m
at
er
ia
ls
.
0.
5–
0.
7
0.
75
–1
.2
5
7–
8
30
–
40
lc
z
-5
o
pe
n 
m
id
ri
se
o
pe
n 
ar
ra
ng
em
en
t 
of
 m
id
ri
se
 b
ui
ld
in
gs
 (
3–
9 
st
or
ie
s)
. a
bu
nd
an
ce
 o
f p
er
vi
ou
s 
la
nd
 c
ov
er
 (
lo
w
 p
la
nt
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ca
tt
er
ed
 t
re
es
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et
e,
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te
el
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to
ne
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 c
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io
n 
m
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ue
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t p
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e.
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, p
h
o
to
gr
ap
h
s,
 f
u
ll 
d
es
cr
ip
ti
o
n
s,
 a
n
d
 a
ss
o
ci
at
ed
 v
al
u
es
 a
n
d
 p
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ra
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 r
is
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ra
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st
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 c
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w
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, c
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 r
is
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 m
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. f
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. l
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 c
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 r
is
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ra
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is
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. f
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 c
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 c
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 b
ui
lt
Sp
ar
se
 a
rr
an
ge
m
en
t 
of
 s
m
al
l o
r 
m
ed
iu
m
-s
iz
ed
 b
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 c
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is
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. f
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 l
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 c
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 d
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 p
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 p
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 p
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. l
an
d 
co
ve
r 
m
os
tl
y 
pe
rv
io
us
 (
ba
re
 s
oi
l o
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we highlight those elements considered “mandatory” 
(e.g., latitude, longitude, elevation, local-scale sketch 
map and information, microscale sketch map and 
information, and station and cardinal photographs). 
Once the metadata have been collected during the ini-
tial installation, they can be input electronically (into 
a form and/or a database), used for subsequent visits, 
and quickly updated. Indeed, with the recent prolif-
eration of smart devices/tablets, updating can now be 
done quickly and directly in the field. Overall, this 
would form part of the network QA/QC procedures 
(see the “Network operations metadata” section) and 
is an essential part of the station metadata to ensure 
homogeneity (Aguilar et al. 2003).
Instrumentation metadata. As with existing site pro-
tocols, separate information is mandatory for each 
piece of equipment at each site (Table 6), including 
information about the instrument itself (e.g., manu-
facturer, model, serial number, installation and 
calibration dates, and calibration and testing results; 
see also the “Network operations metadata” section). 
Operational instrument-specific information about 
the communication system will need to be safely 
documented (passwords, IP address, MAC address, 
etc.—see Table 6 for detailed list).
Some instruments incorporate multiple sensors 
(e.g., temperature and humidity) or multiple vari-
ables are obtained (e.g., wind components, virtual 
temperature), so additional metadata are required for 
each sensor and/or variable. This includes informa-
tion specific to the sensor (height of gauge rim above 
ground for precipitation, type and size of screen for 
temperature, etc.) in addition to performance char-
acteristics of the sensor (sensitivity, range, etc.) and 
data and/or measurement characteristics (sampling 
time, averaging periods, etc.).
The representativeness of each measurement or 
“instrument exposure” (see “Site metadata” section) 
will also need documentation. As highlighted in 
Muller et al. (2013), the use of “scale”-related terms 
can cause confusion when applied to networks, as 
information on network and station scales is often 
difficult to establish since it is not explicitly stated, 
is unclear, or uses inconsistent terminology to define 
urban sensor networks. Specifically, this relates to the 
distinction between spatial or areal extent of the net-
work, which is often reported as the “network scale” 
or “network size” (see “Network metadata” section), 
spatial resolution or density of the network (which is 
dependent upon the density of individual sensor sites), 
and spatial representativeness or scale length of the 
individual measurements (which is dependent on the 
actual location of the instrumentation, measurement 
interval, and exposure; Oke 2006a). This “confusion 
of scales” has recently been highlighted as a common 
flaw in urban climate investigations (Stewart 2011) and 
is particularly true of urban networks. For example, 
a sensor network may be classified as a “mesoscale 
network” since it covers hundreds of square kilometers 
consisting of urban, suburban, and rural areas. 
However, the representativeness of the individual 
sensors or monitoring stations, and the number of 
sensors in the network could be classified on very 
different scale. Hence, a network areal extent may be 
“mesoscale” but the individual measurements could 
be more representative of mesoscale, local scale, or 
microscale processes. Presently, and in most cases, 
UMNs have been defined solely by their spatial extent. 
Although information about the number of sensors 
and location of sensors is often given, information 
about “network density” and “representativeness” of 
measurements should be explicitly defined, since it 
affects both the application of the network and what 
is appropriate with cross network comparisons (Oke 
2004, 2006a).
The proposed network-scales UMN classification 
scheme is given in Table 7. The areal extent or size, 
the spatial density, and the representativeness of 
individual monitoring stations within the network 
are the key descriptors. 
Network operations metadata. Details of network 
operation (Table 8) can be broken down into hard-
ware components and cyberinfrastructure, which 
includes the data f low from the sensor to initial 
analysis, data management, data display, and usage 
(Hart and Martinez 2006; Muller et al. 2013). This 
consists of computer systems, instrumentation, data 
acquisition, data storage systems and repositories, 
visualization systems, management services, and 
technicians, linked by software and communications 
networks (Estrin et al. 2003; Brunt et al. 2007; Muller 
et al. 2013).
hardware and CyberinfraStruCture. Documentation 
of the hardware assets of a network (e.g., sensors, 
loggers, communications, and computers) is impor-
tant not only for reporting purposes but also for keep-
ing track of equipment, especially important for wide-
area deployments. Recorded information should be as 
extensive as possible, with make, model, manufactur-
er, serial number, purchase date, and current location 
being minimum requirements for hardware in stor-
age. However, for equipment deployed in the field (i.e., 
sensors), much more detailed information is required. 
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This includes a description 
of what the sensor observes 
[va r iable(s)],  obser vat ion 
method (e.g., direct observa-
tion or sampling), observation 
frequency/period, performance 
characteristics (e.g., resolution, 
precision, range, and accu-
racy), calibration information 
(e.g., date since last calibra-
tion, method, and calibration 
coefficients), and deployment 
dates (see Table 8 for a com-
plete list). Records should be 
kept throughout the sensor 
deployment of any site visits, 
problems encountered, changes 
a rou nd t he locat ion,  a nd 
routine/nonroutine mainte-
nance. These records not only 
provide a history that can be 
referred to to highlighting is-
sues encountered, but also form 
an important part of network 
QA/QC procedures (Fiebrich 
et al. 2010).
Dense sensor networks may 
be installed to explore spa-
tiotemporal variability across 
heterogeneous urban terrain. 
However, the reliability of the 
observed variability across a 
network may be significantly 
compromised by obser va-
tion errors, and instrument 
drift and failure. To minimize 
these impacts and to ensure 
any observed f luctuations are 
credible, a proactive approach 
to instrument calibration is rec-
ommended as part of QA/QC 
procedures. This approach 
requires predeployment (both 
in the laboratory and field), 
routine site visits (including 
onsite testing) and postde-
ployment calibration of each 
sensor across the network with 
the methods utilized and fre-
quency clearly stated within 
the metadata (Shafer et al. 2000; 
McPherson et al. 2007; Fiebrich 
et al. 2010). 
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A simple review of the manufacturer calibration 
certificate should aid assessment of what was used as 
the reference instrument and its associated quality. 
Calibration against international standards is preferred 
but a traceable reference/working standard is accept-
able (WMO 2008). Similarly, in-house calibrations 
need to consider the quality of the reference instru-
ment. In-house interinstrument comparisons are criti-
cal prior to and after network deployment. The results 
of performance tests, QA/QC procedures, calibration, 
intercomparisons, research, processing, management 
techniques, and technical specifications should be 
made available and easily obtainable through peer-
reviewed literature, conference papers, presentation, 
technical notes, and end-user guides using standard-
ized terms (e.g., metadata, scales) (McGuirk and May 
2003; Oke 2006b; Stewart 2011).
Cyberinfrastructure elements include network 
communications (e.g., wireless sensor node topology, 
mode of transmission, frequency of transmission), 
equipment and data processing techniques (which 
are critical prior to and after data collection), dataset 
information (e.g., data formats, measurement 
units, time formats, processing levels, calibration 
coefficients, constants), data management (e.g., 
QA/QC, error reporting, missing data flags, filtering, 
algorithms, programming language/software), and 
data storage (e.g., servers and storage media used, data 
backup, where archived, how to access).
reportinG, and CoMMuniCation and inforMation 
diSSeMination. Entire network-level metadata will 
require regular updates and need to be easily obtain-
able in electronic form via appropriate inventories 
and catalogues (WMO 2011). The entire network 
metadata will be encoded, stored, and distributed: 
with the data itself as an accompanying text file [e.g., 
comma-separated values (CSV) file] or database 
{e.g., online using My Sequel (MySQL), Oracle, 
PostgreSQL, or as attribute data contained within 
the data file itself [e.g., network Common Data Form 
(netCDF), hierarchical data format (HDF), gridded 
Table 7. Overall UMN scale classification requires all three components to be specified.
Areal extent/size of network
climate scale Orlanski (1975) Network covers
Spatial area (function 
of urbanized and 
nonurbanized extent) (km2)
Mesoscale/regional Meso-α Urban, suburban and rural areas 102–104 
city Meso-β whole city 10–103 
local/neighborhood Meso-γ a neighborhood with similar 
urban development
10–1–10
Microscale Micro-γ, -β, -α Small areas of neighborhoods 
(e.g., street canyons)
10–6–10–1
Spatial density of network
Array classification to assess Mean distance between sensors
coarse array large-scale variations >10 km
wide array Medium-scale variations 1 km–10 km
fine or dense array Small-scale variations 100 m–1 km
Micro array Microscale variations <100 m
Representativeness of individual measurements location criteria/siting requirements
Scale length
Sensor measurements 
representative of Sensors sited to take measurements
Mesoscale climate across the region
representative of the wider mesoscale region; a single canopy-layer 
station cannot adequately represent climate across an urbanized area 
(oke 2004)—scale relevant for boundary layer instrumentation
local scale climate over the local area
avoid microclimate effects and collect measurements that are 
representative of the local area
Microscale Microscale climate variations
examine microclimates, e.g., side of building, on roof of building, 
street canyon
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binary (GRIB), and binary universal form for the rep-
resentation of meteorological data (BUFR) to list but 
a few but many other acceptable formats]}. Encoding 
methods such as extensible markup language (XML) 
provide a logical choice of format for this purpose and 
are already recommended by WMO as the standard 
method. However, XML variants are perhaps better 
suited to documenting the geographic component of 
UMN’s because of their capabilities of providing a 
visualization of the metadata [e.g., geography markup 
language (GML) or keyhole markup language (KML); 
Open Geospatial Consortium 2012]. 
Overall, dataset metadata need to adhere to the 
relevant “schemas” for the chosen encoding method(s) 
that provide(s) the “structure” for describing digital 
geographic datasets (e.g., WMO Core Metadata Profile 
and the ISO19100 series, especially the ISO19115 
geographical metadata standard and/or the ISO19136 
GML metadata standard). These schemas explic-
itly define metadata elements and structures while 
establishing a common set of metadata terminology, 
definitions, and extension procedures for reporting. 
The network metadata directory (Table 8) includes the 
universal information required for inclusion in any of 
the aforementioned metadata-encoding mechanisms.
cONclUSiONS. This first effort to create a stan-
dardized metadata protocol for UMNs draws upon 
recommendations from a range of sources to regular-
ize UMN data (and improve compatibility with other 
nonmeteorological UMNs). The goal is to standardize 
UMN metadata based on best practices, personal 
experiences, and official recommendations. It is 
particularly clear that standardized terms, specific 
site classification techniques, and an urban network 
classification scheme would be of benefit to network 
implementers and end users alike. With implementa-
tions and discussion, the urban meteorological com-
munity will hopefully arrive at a consensus that is 
appropriate for current technologies, including more 
detailed requirements (e.g., variable-specific QA/QC 
procedures). The intent of this paper is to promote 
further discussions to facilitate this process.
Long-term, baseline datasets obtained from UMNs 
are required for a broad spectrum of applications, but 
the datasets need to be high quality and reliable in 
order to ensure accurate usage, thus furthering our un-
derstanding of increasingly important urban environ-
ments. It is acknowledged that it is difficult to ensure 
guidelines are universally adhered to (Stewart 2011); 
however, the publication of such protocols significantly 
increases the likelihood of adoption and is essential to 
further the understanding of the urban climate. 
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